ROO_Inputs_Buffering - Ladder Diagram
IndustrialTank_PumpControl_V1_Final:MainTask:MainProgram
Total number of rungs in routine: 6
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Buffer Start pushbutton physical input to internal logictag.
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Buffer Stop pushbutton physical input to internal logictag.
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Buffer fault reset pushbutton physical input to internal logic tag.
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Buffer the physical pump running feedback input for
use by the control and simulation selection logic.
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Buffer the pump overload healthy input. Atrue state indicates
the overload circuit is healthy and available for operation.
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Buffer the tank level transmitter analog input from the
1756-IF8 channel into the internal engineering-unittag.
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