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Remaove the 4 mAlive-zero offset from the level
transmitter signal before scaling to percent.
SUe
Subtract
Source & Al Level_ma
20.0
Source B 4
Dest Level Offzet
16.0
Scale the 4-20 mAlevel transmitter span to 0—100 percent tank level,
MUL:
1 Muttiphy
Source & Level Offset
16.0
Source B 625
Dest Leve| Pct
100.0
(End)
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