R04_Permissive - Ladder Diagram Page 1
IndustrialTank_PumpControl_V1_Final:MainTask:MainProgram 10/3/2026 11:22:49 PM
Total number of rungs in routine: 2

C:\Users\Joe\AppData\Roaming\Logic Design\PLCLogix\Joe\IndustrialTank_PumpControl_V1_Final.P5X

Allow tank filling when the system is
running and high-high level is not active.
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Allow pump operation when the system is running, overload circuit is
healthy, low-low level is not active, and no pump faultis present.
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