R06_Faults - Ladder Diagram

IndustrialTank_PumpControl_V1_Final:MainTask:MainProgram

Total number of rungs in routine: 6
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Start pump feedback timeout when the pump is commanded
to run but running feedback is not detected.
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Latch pump start fault if running feedback
is not received within the allowed start time.
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Latch pump overload fault when the
overload healthy feedback is lost.
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Generate the common pump fault status whenever
a pump start failure or overload fault is active
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Reset the pump start feedback fault only when reset
is requested and the pump command is no longer active.
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Resetthe pump overload fault only after the
overload healthy signal has been restored.
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