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Simulate pump running feedback delay when simulation is enabled,
pump feedback simulation is healthy, and the pump is commanded to run.
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Generate simulated pump running feedback after
the configured motor start delay has elapsed,
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Select simulated pump feedback when simulation is enabled;
otherwise use the buffered physical pump feedback input.
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